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| T REFER TO LIGHTING PLAN FOR
FIXTURE STYLE & WATTAGE

A: MOUNT HEIGHT VARIES.
REFER TO LIGHTING PLAN

B: BASE DEPTH 6 FT. MIN.
FOR UP TO 20 FT. MOUNT HEIGHT. 8
FT. MIN. FOR UP TO 30 FT.

A
MOUNT HEIGHT VARIES

C: PRECAST FOOTING DIAMETER
DETERMINED BY BASE PLATE

MOUNT HEIGHT VARIES

GRASS AREAS

|l —— PAINT EXPOSED FOOTING YELLOW
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NOTE:

PAVED AREAS | BOLT PATTERN, CONDUIT SIZE AND
Ju GROUNDING TO BE DETERMINED BY
O R E e

% %&A%%t&/%ﬁ LIGHTING/ELECTRIC CONTRACTOR
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| #&n TYPICAL LUMINAIRE
2013 TRUDELL CONSULTING ENGINEERS LAST REVISED 07/18/2013 LI-001
LUMINAIRE SCHEDULE
Symbol Label Qty  Catalog Number Description Lamp Mount Height
(S| A 7 ARE-EDG-3MP-xx-06 Cree Edge Area Light - 60 LEDs 20 ft
- Type Ill w/ partial Backlight Shield
LSI Abolite LED Standard Dome ;
RD300-10-WW-LED-UE er elevation
+ SP RD 300 LED p
{ SW AD200-10-WW-LED-UE LSI Abolite LED Gooseneck LED per elevation
N Sign Light - AD 200
{ SR WPLED 13N RAB Lighting WPLED 13N 13W LED per elevation
N Wallpack
STATISTICS
Description Symbol Avg Max Min Max/Min Avg/Min
Overall + 0.4 fc 3.2fc 0.0 fc N/A N/A
Parking X 1.0fc 3.4fc 0.1fc 34.0:1 10.0:1
NOTES:

1. PARKING AREA LIGHT LAYOUT AS SHOWN FOR PERMITTING AND
INSTALLATION PURPOSES. BUILDING-MOUNTED FIXTURES ARE
SHOWN FOR PERMITTING PURPOSES ONLY. INSTALLATION OF
BUILDING-MOUNTED FIXTURES SHALL BE PER BUILDING ELEVATIONS.

2. DISCREPANCIES BETWEEN L2-01 AND OTHER CIVIL, ELECTRICAL, OR
ARCHITECTURAL PLANS SHOULD BE BROUGHT TO THE ATTENTION OF
THE ENGINEER PRIOR TO INSTALLATION.

3. QUANTITIES AND CATALOG NUMBER SHOWN IN TABLE SHOULD BE
VERIFIED BY ELECTRIC CONTRACTOR PRIOR TO ORDERING.

4.  CONTRACTOR IS RESPONSIBLE FOR REMOVAL AND DISPOSAL OF
ANY EXISTING LUMINAIRES, POLE BASES, ETC. AS PART OF THE
DEMOLITION OF EXISTING IMPROVEMENTS.

ILLUMINATION LEVELS

0.1 footcandles

0.5 footcandles
1.0 footcandles

2.0 footcandles

RECEIVED
4/01/15
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TRUDELL CONSULTING ENGINEERS

478 BLAIR PARK ROAD | WILLISTON, VERMONT 05495
802 879 6331 | WWW.TCEVT.COM

Revisions

No. Description Date By

A Final Plan Review

A Local Submittal Edits

01/23/15 NTH
03/23/15 NTH

A Lighting Contours 04/01/15 NTH

Use of These Drawings
1. Unless otherwise noted, these Drawings are intended for

preliminary planning, coordination with other disciplines or
utilities, and/or approval from the regulatory authorities.
They are not infended as construction drawings unless noted
as such or marked approved by a regulatory authority.

2. By use of these drawings for construction of the Project,
the Owner represents that they have reviewed, approved,
and accepted the drawings, obtained all necessary
permits, and have met with all applicable parties/disciplines,
including but noft limited to, the Engineer and the Architect,
to insure these plans are properly coordinated including, but
not limited to, contract documents, specifications,
owner/confractor agreements, building and mechanical
plans, private and public ufilities, and other pertinent permits
for construction.

3. Owner and Architect, are responsible for final design and
location of buildings shown, including an area measured a
minimum five (5) feet around any building and coordinating
final utility connections shown on these plans.

4. Prior to using these plans for construction layout, the user
shall contact TCE to ensure the plan contains the most
current revisions.

5. These Drawings are specific to the Project and are not
fransferable. As instruments of service, these drawings, and
copies thereof, furnished by TCE are its exclusive property.
Changes to the drawings may only be made by TCE. If
errors or omissions are discovered, they shall be brought to
the aftention of TCE immediately.

6. It is the User's responsibility to ensure this copy contains the
most current revisions. If unsure, please contact TCE.
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Jericho Market
364 VT Route 15 Jericho, VT
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Lighting Plan

Date: 10/10/14
Scale: 1"=30'
Project Number: 14-139
Drawn By: AAD
Project Engineer: NTH
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